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(SEE NOTE 5)
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BRASS PIPE SETTER NUT
(SEE NOTE 5)

BUSHING (BRASS)

CROSS (BRASS)

NOTES:

SEE NOTE 3

PLAN

NTS

1. ALL METERS SHALL BE INSTALLED IN LANDSCAPE AREAS.

2. TRIPLE SERVICE MANIFOLD SHALL BE USED FOR THE FOLLOWING USES:
A. ALL 5/8 INCH X 3/4 INCH AND 1 INCH METERS
B. 1- 1/2 INCH SINGLE FAMILY RESIDENTIAL DUAL PURPOSE (DOMESTIC AND FIRE) METERS.

3. USE CORPORATION STOP SERVICE CONNECTION AND CURB STOP CONNECTION. SEE STANDARD DETAILS 701A
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BRASS MANIFOLD (R"IQ(%)O MXU

(SEE NOTE 5)

2" X 3" BRASS PIPE 90° BRASS
BEND

CURB STOP CONNECTION

% BLUE TRACER WIRE
-
PE PIPE (IPS)

AND 701C.
4. CENTER METER BOX OVER METER SETTER ASSEMBLY AS SHOWN.
5. METER BRASS MANIFOLD BRASS BRASS PIPE BOX
SETTER DIA LENGTH BEND DIA LENGTH SIZE
5/8" X 3/4" 3/4" 24" 3/4" 3/4" 3" 13" X 24"
1" 1" 24" 1" 1" 3" 13" X 24"
1-1/2" 1-1/2" 24" 1-1/2" 1-1/2" 3" 17" X 30"
M" STANDARD DETAILS
° M TRIPLE SERVICE
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